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MANUAL FIRE ALARM STATION — FIRST FLOOR

MANUAL FIRE ALARM STATION — SECOND FLOOR

ELEVATOR LOBBY SMOKE DETECTOR — SECOND FLOOR

ELEVATOR MACHINE ROOM/HOISTWAY SMOKE DETECTOR

ELEVATOR MACHINE ROOM HEAT DETECTOR

FIRST FLOOR AHU DUCT SMOKE DETECTOR

SECOND FLOOR AHU DUCT SMOKE DETECTOR
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SPRINKLER CONTROL VALVE — FIRST FLOOR

SPRINKLER CONTROL VALVE — SECOND FLOOR

FIRE ALARM AC POWER FAILURE

FIRE ALARM SYSTEM LOW BATTERY

GROUND FAULT

NOTIFICATION APPLIANCE CIRCUIT SHORT
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DACT TRANSMISSION CHANNEL FAILURE
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